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Abstract: System frequency may change from defined values while transmitting power from one area
to another in an interconnected power system due to various reasons such as load changes and faults.
This frequency change causes a frequency error in the system. However, the system frequency should
always be maintained close to the nominal value even in the presence of model uncertainties and
physical constraints. This paper proposes an Active Disturbance Rejection Controller (ADRC)-based
load frequency control (LFC) of an interconnected power system. The controller incorporates effects
of generator inertia and generator electrical proximity to the point of disturbances. The proposed
controller reduces the magnitude error of the area control error (ACE) of an interconnected power
system compared to the standard controller. The simulation results verify the effectiveness of
proposed ADRC in the application of LFC of an interconnected power system.
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1. Introduction

Satisfactory operation of a power system involves both active and reactive power- balance between
generation and load. These balances drive two equilibrium points: frequency and voltage. Stable
operation of interconnected power system requires both acceptable frequency and tie-line power
exchange [1]. Load frequency control (LFC), which is mainly used to maintain the standard frequency
and the tie-line power exchange under schedule during any load changing event, can be defined as
regulation of active power and frequency [2]. As the regulated output of the LFC, an area control error
(ACE) that has a linear relationship between tie line power and frequency deviation is considered.
Basically, LFC is responsible for controlling ACE zero and to do this, frequency and tie-line power
errors need to be zeros.

There are a number of decentralized LFCs in the literature; however, Proportional Integral
Derivative (PID) control is the most widely used in power industry [3–6]. Although PID controllers
are widely employed in industry for their simplicity in implementation, their primary hinderances
are large frequency deviation and long settling time (about 10 to 20 s) during disturbances [7]. In [8]
four fundamental technical limitations in the existing PID framework are mentioned, including
the following: (1) the error computation; (2) noise degradation in the derivative control; (3) over
simplification and the performance loss; and (4) integral term control complications.

The corresponding technical and conceptual solutions of an ADRC-based control system instead
of a PID-based control system are proposed in [8].The four fundamental limitations of PID controllers
can be resolved by introducing the following four characteristics: (1) a differential equation need to be
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added; (2) a differentiator for noise-tolerant tracking; (3) the total disturbance rejection and estimation;
and (4) the power of nonlinear control feedback.

Fuzzy logic based decentralized LFC is widely applied in [9–12]. Specifically, a fuzzy logic
controller, developed directly from a fuzzy model of the power system, is proposed in [9]. A fuzzy
logic based tie-line bias control scheme on a two-area multiple-unit power system is introduced
in [10]. The comparisons between fuzzy logic and conventional PID control techniques are presented
for a combined cycle power plant in [11]. In the Iraqi National Super Grid power system, a fuzzy
gain-scheduled Proportional Integral (PI) controller and its execution is implemented in [12]. Such a
controller is often combined with PI or PID controllers to optimally adjust PID gains. PI controllers
have been broadly used for decades in industry as the load frequency controllers. A model-following
controller for multiple-input multiple-output (MIMO) systems is presented in [13]. A PI controller,
which is tuned through genetic algorithm linear matrix inequalities (GALMI), is demonstrated for
LFC in a nine-unit power system for three areas [14]. A high-order learning control law terminal
iterative learning control (TILC) is developed to improve control performance. The new developed
control law is a data-driven control strategy, where any other model information of the control plant
do not need except for the I/O measurements [15]. The model-free sliding mode controllers have been
applied to control the azimuth and pitch positions in two single input single output control loops and
it has proved its effectiveness over intelligent PI control system [16]. The ADRC technique is adopted
to resolve the output power variation of wind turbines in the sub-controllers’ switching process.
The switching transition of output power is reduced using ADRC and the system’s performance is
improved [17].

In recent years, active disturbance rejection control (ADRC), developed by Han in 1995 [18] and
modified by Gao [18–20], is proposed for the LFC controller [21–23]. It is an emerging controller
that estimates and mitigates uncertainties internally and externally in real time. For these reasons
ADRC controller is often seen to apply in power systems. The basic idea of ADRC is that it uses
an Extended State Observer (ESO) for estimating and cancelling the disturbances of the system for
simplification of the control problem. The design process of the controller is simple that does not
need an accurate system model. This controller, showing robustness during sudden disturbances and
structural uncertainties, can be used as decentralized [24].

ADRC is implemented for LFC on an interconnected power system in [25–28]. This controller for
LFC is studied in the Bangladesh Power System (BPS) [25]. ADRC and PI-Fuzzy compound controller
are proposed and applied for the current compensation of Active Power Filters [26]. In addition,
the ADRC is revealed to be superior to the existing GALMI tuned PI controller in smaller ACE and ∆f
and faster response of the closed-loop system. A novel design of a robust decentralized LFC is proposed
for an interconnected power system in [27]. Moreover, the effects of system parameter variations
on ACE, frequency error and tie-line power error, are also reported. The ADRC is modified using
a Repetitive Controller (RC) and applied to a power system with two different turbine units in [28]
enhancing the performance of ADRC as a controller. A coordinated controller based on multivariable
predictive control theory is presented to demonstrate its effectiveness during variable operation with
unpredictable renewable energy generation and load changes in [29]. For the application of current
compensation of active power filter, ADRC and PI-fuzzy are proposed n [30].

In an interconnected power system, each area of the power system is able to import and/or
export a certain amount of power using transmission-line interconnections or tie-lines. Tie-line power
exchange of a power system is inversely proportional with the reactance of transmission line [31].
The impacts of tie-line synchronizing co-efficient of interconnected power system is an important issue
in LFC that is not reported in existing literature to the best of our knowledge. In [32], it is described that
generators share the impact according to their electrical proximity to the point of impact immediately
after disturbances in a power system. Stability power system can be improved by introducing a
new gain into the dynamic model. The value of extra gain will set in such a way that the generator
nearest to the disturbance exhibit responses for the corresponding disturbances alone and rest of the
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generators will not response at all. As a result, system will be capable of continuing its operation
without any blackout. In [33], it is demonstrated that the large inertia generators has a minimum
frequency deviations .Quality of the grid power will strengthen if entire generator in a system response
equally regardless of their inertia constant (H). That means response of higher inertia constant will
increase. It will decrease for the generator of lower inertia constant. An extra gain value can be
added in the dynamic model to accomplish this. The value of the extra gain block can be selected by
normalizing the H-constant of existing generators. An ADRC based LFC controller considering the
effects of generator electrical proximity to the point of impact and the effects of generator H-parameter
is not reported in the existing literature.

The rest of this paper is structured as follows: The architecture of ADRC and ADRC-based LFC
models for generator electrical proximity to the point of impacts and generator H-constant effect are
proposed in Section 2. The modeling of interconnected power system for ADRC-based LFC is also
shown in this section. A theoretical analysis of the factors affecting the performance of ADRC-based
LFC of interconnected power system is discussed in Section 3. Section 4 presents the simulation
results and proposes the model for generator electrical proximity to the point of impacts and generator
H-constant effect. Finally, a fast acting ADRC-based LFC is evaluated.

2. Design Architecture of ADRC- and ADRC-Based LFC Models

The aims of this section are to describe in details the controller models and their extension for an
interconnected power system. The ADRC architecture is presented in Figure 1. ADRC mainly consists
of three parts: tracking differentiator (TD), feedback control system (FCS) and extended state observer
(ESO). FCS is the combination of errors between state estimates generated from TD and ESO. ESO is a
core part of ADRC. It tracks the output of the object, y, and estimates of state variable of the object at
various orders with the approximation of uncertainties. Here r is the reference set point and b is the
compensation factor.
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A plant with disturbance can be characterized as:

Y(s) = Gp(s) × U(s) + W(s) (1)

where U(s) and Y(s) are the input and the output, respectively, and W(s) represents the generalized
disturbance. The physical plant Gp(s) can be represented as transfer function as follows:

Y(s)
R(s)

= Gp(s) =
bmsm + bm−1 sm−1 + · · ·+ b1 s + b0

ansn + an−1 sn−1 + · · · + a1 s + a0
(2)

where R(s) is the reference input and ai (i = 1, . . . , n) and bj (j = 1, . . . , m) are coefficient of the
transfer function.

The ADRC is designed in a higher-order system by deriving the algebra of polynomials from the
transfer function in order to facilitate the analysis. Therefore, an equivalent model of Equation (2) is
essential in the polynomial form to implement ADRC for the plant of Equation (1). In the generalized
disturbance term, any error between the two models can be considered.
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The polynomial long division is derived as simplified equivalent model as follows:

1
Gp(s)

= ansn+an−1sn−1+···+a1s+ a0
bmsm+bm−1sm−1+···+b1s+b0

= cn−msn−m + bcn−m−1sn−m−1 + . . . + c1s + c0 + Gleft(s) (3)

In Equation (3), ci (i = 0, . . . , n − m) are coefficients of polynomial division result, and the Gleft(s)
is a reminder, which can be signified by:

Gleft(s) =
dm−1sm−1 + dm−2sm−2 + · · ·+ d1s + d0

bmsm + bm−1sm−1 + · · ·+ b1s + b0
(4)

In Equation (4), dj (j = 0, . . . , m − 1) is coefficient of the numerator of the remainder. Substituting
Equation (3) into Equation (1) gives Equation (5), where, W ′(s) = W(s)/Gp:

[cn−msn−m + bcn−m−1sn−m−1 + · · ·+ c1s + c0 + Gleft(s)]·Y(s) = U(s) + W ′(s) (5)

Equation (5) can be rewritten as:

[cn−msn−m] Y(s) = U(s)−[bcn−m−1sn−m−1 . . . + c1s + c0 + Gleft(s)]·Y(s) + W ′(s) (6)

Finally we have:

sn−mY(s) =
1

cn−m
U(s) + D(s) (7)

where:

D(s) = − 1
cn−m

[bcn−m−1 sn−m−1 + . . . + c1s + c0 + Gleft(s)]·Y(s) +
1

cn−m
W ′(s) (8)

From Equation (3), it can be seen that:

cn−m =
an

bm
(9)

As the expression of the other coefficients (such as ci and dj) in Equations (3) and (4) is complex,
D(s) can be treated as a generalized disturbance which is estimated in time domain for the development
of the ADRC controller. It is clear from Equation (7) that the two characteristics (relative order between
input and output and controller gain) are extracted from the plant by revising the Laplace transform.
Instead of using the n order of plant, the relative order n-m may be employed as the order of the
controller system and Equation (7) can be written as:

sn−mY(s) = bU(s) + D(s) (10)

where:
b =

1
cn−m

The block diagram of an ADRC based LFC model is represented in Figure 2.The single area power
system block consists of governor, turbine and generator. The single area power system block takes
the error produced from frequency deviations and output of the controller as an input and sends
frequency and tie power flow deviations as outputs. The ADRC controller takes the ACE that is the
result from combination of power deviation and frequency as an input, and produces the output, u.
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Proposed ADRC-Based LFC Model

The dynamic model of ADRC-based LFC is modified to observe the effects of generator electrical
proximity to the point of impact and generator inertia-constant on interconnected power system shown
in Figure 3. This modification is essential as the electrical proximity of generators has a great impact
on the performance of power system. A new gain block is introduced for the first time in the dynamic
model as a modification of the system, and the output of this gain block is provided to the input
of ADRC. A strategy that is taken for selecting the gain block of generator electrical proximity to
the point of impact is that, gain will increase with decreasing the distance between the disturbance
and generator.
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The LFC performance of an interconnected power system to a certain extent depends on the
generator H-constant. Therefore, the dynamic model of ADRC based LFC is modified by introducing a
gain block to observe the effect of generator H-constant and shown in Figure 4. The value of the gain
block is chosen by normalizing of all existing generator’s H-constant.
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Extension of the Proposed Model to Interconnected Power Systems

An ADRC-based LFC of an interconnected power system consisting of three generation rich
areas and three load rich areas (3G3L) is considered in Figure 5. An equivalent generator is modeled
to represent all generators in one area as they respond coherently during disturbances. All load
rich areas are considered as connected to all generation rich areas through communication network.
Each power plant block has three load disturbance signals as input. The load change signal can be
calculated at the load buses by measuring the line power flow at those buses. Hence, this signal
will be transmitted to the power plants. The tie-line synchronizing coefficient (T) between load rich
areas to generation rich areas is dependent on the distance between them and the reactance of the
corresponding transmission line. The design parameters of the system and ADRC parameters are
listed in Appendix A, Tables A1–A3.
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All the power plants (G1, G2 and G3) of Figure 4 are considered similar. The sub-system of power
plant 1 is shown in Figure 6. In generation rich areas, a re-heat turbine is used with the governor and
generator. The output of the generator of this block is a frequency deviation which is first integrated
then multiplied by tie-line synchronizing coefficient between load (L1) to generation (G1) to get the
tie-line deviation (del P tie).
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The details of a load rich area is shown in Figure 6, where a non re-heat turbine is used with
the governor and generator. Finally, considering all these Figures 5–7, the complete model of an
interconnected power system for ADRC-based LFC is ready to calculate the effect of ACE, frequency
deviation and tie-line flow deviation if there is any load change.
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3. Factors Influencing ADRC-Based LFC

In an interconnected power system, a lot of parameters may influence the performance of
ADRC-based LFC. Nevertheless, some factors that directly dominate the control performance of
LFC are discussed in the following sections.

3.1. Tie-Line Synchronizing Coefficient

The total real power that goes out of a particular control area i, ∆Ptie,i, equals to the sum of all
outflowing line powers, Ptie,ij in the lines connecting area i with neighboring areas, i.e.,

Ptie, i = ∑
j

Ptie, ij (11)

The simulations are applied to all lines j that terminate in area i. If the line losses are neglected,
the individual line power can be written as:

Ptie, ij =
|Vi|
∣∣Vj
∣∣

XijPri
sin
(
δi − δj

)
(12)

where xij is the reactance of tie-line connecting areas i and j, Vi and Vj are the bus voltages of the line.
If the phase angles deviate from their normal values δ0

i and δ0
j by the amounts ∆δi and ∆δj,

respectively, one gets the incremental power ∆Ptie, ij over the line as given by:

∆Ptie,ij =
∆Ptie,ij

∂
(
δi − δj

) (∆δi − ∆δj
)

Also:
∆Ptie,ij

∂
(
δi − δj

) = Ptie,max,ij cos (δ0
i − δ0

j )

The phase angles are related to the area frequency changes by:

∆δi = 2π
∫

∆ fidt

From the above equations we get:

∆Ptie, ij = 2π
|Vi|
∣∣Vj
∣∣

XijPri
cos (δ0

i − δ0
j ) (13)

or, ∆Ptie, ij = Tij[
∫

∆ fidt −
∫

∆ f jdt ]

where:

Tij = 2π
|Vi|
∣∣Vj
∣∣

XijPri
cos (δ0

i − δ0
j ) (14)

The Tij is called the tie-line power coefficient or synchronizing coefficient (T).

3.2. Generator Electrical Proximity to the Point of Impact

A power system is generally subject to stochastic power impacts during normal operation due to
load changing events. Each of the power impacts is responded to by groups of machines as a form
of power swing with different times. The amount of machines’ impacts during faults depends on
the distance between the location of the disturbance and the generator and it is termed as generator
electrical proximity to the point of impact. In large interconnected power systems, it is very important
to investigate how much load impact is being shared by which machine according to their position
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relative to the disturbance center because the electric power out of a generator may increase or decrease
partially depending on the electrical proximity of the generator.

For analyzing the influence of stochastic small load PL∆ changes at some points in the power
system, it is considered that the load has a negligible reactive component as a random change in
load PL∆ creates an imbalance between generation and loadin [32], the mathematical explanations of
machine electrical proximity to the point of impact on an interconnected power system are addressed
by Equations (16) and (17).The passive electrical network described in [32] has ‘n’ nodes with active
sources and i and j nodes are considered two different nodes within the network. The impact of
PL∆ is applied to the new node k. Assuming the network response to be fast the immediate effect of
the application of PL∆ is that the angle of bus k is changed while the magnitude of its voltage Vk is
unchanged. So Pk∆ can be written as:

Pk∆ =
n

∑
j=1

Pskjδkj∆ (15)

Pk∆
(
0+
)
= −

n

∑
i=1

Pi∆
(
0+
)

(16)

Pi∆(0+) =

[
Psik

∑n
j=1 Psjk

]
PL∆
(
0+
)

(17)

Pk∆ and Pi∆ are the change in power of nodes i and k at t = 0+ respectively. Psik and Psjk is
the change in electrical power of machines i and j respectively due to the change in loads of node
k. Equations (13) and (14) show the synchronizing power coefficients of the generators have great
influence to share the load impact PL∆ at a network bus k. For this reason, the machine which is
located electrically proximity to the point of impact can pick up the highest share of loads regardless
of its rating.

3.3. Inertia Constant of Generator

The inertia constant (H) of generator is the ratio of stored kinetic energy in mega joules at
synchronous speed with the machine rating in MVA. The effect of H-constant of generator is very
important in LFC of an interconnected system, because the higher inertia constant of a generator
demonstrates the higher capacity of generator to store the kinetic energy. The mathematical
representations of the effect of generator H-constant are presented below from [32].The linearized
swing equation for machine i (ignoring damping) is:

2Hi
ωRe

d2∆δi
dt2 = −∆Pei (18)

The incremental differential equation governing the motion of machine i is given by:

2Hi
ωr

dωi∇
dt

+Pi∆(t) = 0 (19)

If PL∆ is constant for all t, the acceleration in p.u. can be computed by using Equation (15):

1
ωR

dωi∆
dt

=− Psik
2Hi

(
PL∆(0+)
∑n

j=1 Psjk

)
(20)

where ωRe is the electrical reference velocity in rad/sec., ωr is the speed of rotor of generator in rad/sec.
and ωR is the rated mechanical angular velocity of the shaft in rad/sec.
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The p.u. deceleration of machine ith given by Equation (20) is dependent on the synchronizing
power coefficient Psik and the Hi constant. The mean acceleration of all the machines in the system can
be calculated as:

d
dt

ω∆

ωR
= − PL∆(0+)

∑n
i=1 2Hi

(21)

The individual machine is retarding at various rates while the system as a whole is retarding
at a rate provided by Equation (18). Every machine has an oscillatory motion that is operated by its
swing equation. When the transient decays, dωi∆

dt will be the same as dω∆
dt as given by Equation (19).

Substituting this value of dωi∆
dt in Equation (13) at t = t1>to:

∆Pi∆(t1) =

[
Hi

∑n
j=1 Hj

]
PL∆
(
0+
)

(22)

Thus, after a brief transient period the machines will share increased load as a function of only
their inertia constants. These three factors-tie-line synchronizing coefficient, generator electrical
proximity to the point of impact and inertia constant of generator have significant impacts on LFC of an
interconnected power system which are discussed in Section 4. Finally, an improved ADRC-based LFC
model is proposed by introducing new gain in the dynamic model of interconnected power system of
Figures 5–7.

4. Simulation Results

4.1. Effect of Generator Electrical Proximity to the Point of Impact

4.1.1. Without the Proposed Controller

The effect of generator electrical proximity to the point of impact is observed with the ADRC
based LFC by applying a load change as disturbance (0.4 p.u.) to the generation rich area (G1) from all
load rich areas (L1, L2 and L3) of Figure 5. The distance between two areas (G1 to L1) is represented by
the corresponding tie-line synchronizing coefficient (T). A higher value of T decreases the distance
between two areas. The values of T are listed in Appendix A, Table A4, and these values are considered
only for this specific study. The peak amplitude of ACE, frequency error and tie-line power flow
error is considered as the output response in case of ADRC-based LFC. The responses are depicted
in Figure 8. Since the load impact is feedback to G1, the output of LFC is taken from G1. The L1G1

indicates the load change is applied from L1 to G1. It is observed that the influence of load changes
shared immediately by the generators according to their synchronizing power coefficients. Finally,
disturbances are canceled by ADRC and errors become zero.

For the application of the same amount of disturbance from various distances to G1, the response
of G1 is shown in Figure 8. It is observed that the magnitude of response is varied according to the
distance between G and L. The magnitude of frequency error due to load change from all load canters
is noticed as same in Figure 8b and it is because of applying the same amount of load change. However,
the tie-line power flows of all cases in Figure 8c are not same because the location of the disturbance
from G is not same. So the generators of the system respond according to the electrical proximity to
the point of impact as indicated in Equations (16) and (17).
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4.1.2. With Proposed Controller

It is desired that the disturbance nearer to the generator will accomplish the greatest response
and rest of the generators will show smaller responses. It can be achieved by introducing a new gain
block in the dynamic model of the interconnected power system shown in Figure 9.

Tie-line power exchange of a power system is inversely proportional to the transmission line
reactance [34]. Besides, the reactance of the transmission lines is a function with the line length.
In Figure 10, it is seen that the value of gain is varied with the variation of T and at a certain value of
T; the value of gain become fixed. That means after a certain distance the value of gain will be unity
as if there is no gain effect on T. This gain parameter will facilitate the generator which is nearest to
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the disturbance to respond faster. As a result, generators situated at predetermine distance from the
point of impact will show their response according to Equations (16) and (17). However, the generators
nearer to the point of impact will pick up most of the disturbances.2017, 10, 1718 11 of 17 

 

 
Figure 9. Proposed dynamic model for load change from L1 to G1. 

Tie-line power exchange of a power system is inversely proportional to the transmission line 
reactance [34]. Besides, the reactance of the transmission lines is a function with the line length. In 
Figure 10, it is seen that the value of gain is varied with the variation of T and at a certain value of T; 
the value of gain become fixed. That means after a certain distance the value of gain will be unity as 
if there is no gain effect on T. This gain parameter will facilitate the generator which is nearest to the 
disturbance to respond faster. As a result, generators situated at predetermine distance from the 
point of impact will show their response according to Equations (16) and (17). However, the 
generators nearer to the point of impact will pick up most of the disturbances. 

The effects of generator electrical proximity to the point of impact before and after introducing 
new gain in ADRC based LFC model of an interconnected power system are revealed in Figure 10 
where the same amount of disturbance is applied. A comparison study is presented after and before 
introducing the new gain block on effect of generator electrical proximity to the point of impact in 
Table 1. Only the error magnitude ACE (p.u.) is considered for comparison. 

It can be seen from Table 1 that G1 is sharing the strongest impact for the application of load 
change from the L1. On the other hand, due to the load change from L2 and L3, a little influence of 
disturbance is observed. The time required for settling down the tie-line power flow error is 
observed longer after introducing new gain in Figure 8c. However, the magnitudes of ACE become 
lower after introducing the new gain block in Figure 8a. It is observed that ACE in L1G1is increased 
after introducing gain because L1 is nearest to G1. ACE increase of any generator means this 
generator is carrying greater disturbances. So it can be concluded that the generators nearer to the 
disturbance of an interconnected power system will show the largest response and rest of the 
generators will show a smaller response. 

Table 1. Comparison of the effect of electrical proximity introduced through a gain block on ACE for 
different feedback connection. 

Feedback  
Connection 

Tie-Line  
Synchronizing Coefficient (T)

ACE (p.u.) 
Without New Gain Block With New Gain Block

L1G1 80 0.59 0.65 
L2G1 25 0.55 0.53 
L3G1 50 0.56 0.53 

The proposed new gain is introduced in the dynamic model of power system shown in Figure 
9. The value of proposed gain, a, is calculated using Equation (23), where T is the value of tie-line 
synchronizing coefficient. Figure 10 shows graphically the relationship between the tie-line 
synchronizing coefficient (T) and the new introduced gain (a). a = 1−e−2T (23)
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The effects of generator electrical proximity to the point of impact before and after introducing
new gain in ADRC based LFC model of an interconnected power system are revealed in Figure 10
where the same amount of disturbance is applied. A comparison study is presented after and before
introducing the new gain block on effect of generator electrical proximity to the point of impact in
Table 1. Only the error magnitude ACE (p.u.) is considered for comparison.

It can be seen from Table 1 that G1 is sharing the strongest impact for the application of load
change from the L1. On the other hand, due to the load change from L2 and L3, a little influence of
disturbance is observed. The time required for settling down the tie-line power flow error is observed
longer after introducing new gain in Figure 8c. However, the magnitudes of ACE become lower
after introducing the new gain block in Figure 8a. It is observed that ACE in L1G1 is increased after
introducing gain because L1 is nearest to G1. ACE increase of any generator means this generator is
carrying greater disturbances. So it can be concluded that the generators nearer to the disturbance of
an interconnected power system will show the largest response and rest of the generators will show a
smaller response.

Table 1. Comparison of the effect of electrical proximity introduced through a gain block on ACE for
different feedback connection.

Feedback Connection
Tie-Line Synchronizing

Coefficient (T)
ACE (p.u.)

Without New Gain Block With New Gain Block

L1G1 80 0.59 0.65
L2G1 25 0.55 0.53
L3G1 50 0.56 0.53

The proposed new gain is introduced in the dynamic model of power system shown in
Figure 9. The value of proposed gain, a, is calculated using Equation (23), where T is the value
of tie-line synchronizing coefficient. Figure 10 shows graphically the relationship between the tie-line
synchronizing coefficient (T) and the new introduced gain (a).

a = 1−e−2T (23)
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Figure 10. Relation between tie-line synchronizing coefficient (T) and new introduced gain (a).

4.2. Effect of H-Constant of Generator

4.2.1. Without Proposed Controller

The effect of H-constant of generator on LFC is studied by applying a load change of 0.1 p.u.
at t = 2 s by considering the different values of H-constant in the dynamic model of interconnected
power system in Figure 5. The output of LFC as ACE, frequency error and tie-line error is presented in
Figure 11 after the application of disturbance.

It is observed that minimum ACE belongs to the generator that has larger inertia constant (H = 7)
and highest error magnitude belong to the generator which has lowest inertia constant (H = 3) in
Figure 11a. The magnitude of frequency error for all cases is examined almost same due to the same
amount of load change applied. The oscillation of tie-line power flow error is observed highest for
the inertia constant (H = 3) and lowest for (H = 5) in Figure 11c because the generator’s having higher
inertia constant are capable of continuing the stable operation during the disturbance.

4.2.2. With Proposed Controller

It is desired that a generator with higher inertia constant should respond more during the
disturbance. As a result, the interconnected power system will be able to carry more disturbances
without any blackout. To achieve this, it is necessary to add an extra gain block to the dynamic
model of the interconnected power system shown in Figure 5. The value of this extra gain block
can be determined by normalizing the H-constant of existing generators. The average value of three
generator’s H-constant is 5, so normalized value is considered as 5. The value of new gain block is
calculated by dividing the generator’s H-constant by 5. The process of selecting the value the value of
new gain block is presented in Table 2.

Table 2. Normalizing system of H-constant.

Value of H-Constant Normalized Value Value of New Gain

3
5

3/5
5 1
7 7/5
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The effect of H-constants in LFC of an interconnected power system after introducing new gain is
represented in Figure 11 by applying the same amount of disturbance.
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Figure 11. Effect of H-parameter on: (a) ACE, (b) frequency error, and (c) tie-line error before and after
introducing an extra gain block.

In Figure 11a, the responses of all generators are almost same and the magnitudes become lesser
after applying the normalized gain parameters. So, all the generators are showing same responses
regardless of their H-parameters and time required to settle down the responses become lesser in
Figure 11.

Figure 12 illustrates how the new gain block is introduced in the dynamic model of
interconnected system.
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5. Comparison among ADRC-Based LFC

A comparison among the standard ADRC, ADRC considering tie-line synchronizing co-efficient
(T), and ADRC considering generator H-constant for an ADRC-based LFC is tabulated in Table 3.
Load change of 0.1 p.u. is applied separately from L1, L2 and L3.

Table 3. Comparison among standard ADRC, ADRC with T and ADRC with H constant for ADRC
based LFC with different feedback connection.

Sl. No. ADRC Type
ACE (p.u.) for Different
Feedback Connections

L1G1 L1G2 L1G3

1 Standard ADRC 0.58 0.57 0.55
2 ADRC with T consideration 0.60 0.54 0.525
3 ADRC with T and new introduced gain consideration 0.83 0.50 0.45
4 ADRC with H constant consideration 0.575 0.50 0.43
5 ADRC with H constant and new introduced gain consideration 0.52 0.52 0.51

The magnitude of ACE represents the generator response. The higher magnitude of ACE of
generator belongs to higher response due to load change. It can be seen from the second column of
Table 3 that due to the same amount of disturbance, the response of L1G1 becomes the highest since
G1 is considered nearest to the disturbance. In the third row, due to the new introduced gain with T
consideration, the error magnitude (ACE) of L1G1 has increased from 0.60 p.u. to 0.83 p.u. On the
other hand, the error magnitudes are decreased in L1G2 and L1G3, so the nearest generator is carrying
the highest disturbance impact.

In the fourth row, the H-constant of generators are considered as 3, 5 and 7 for G1, G2 and G3

respectively, so due to the application of disturbance, the response of G1 become highest where it is
lowest in G3, but if all the generators of an interconnected power system respond equally during the
disturbance, then the generator’s with higher H constant will share the higher load change impact.
This is achieved by introducing the new gain shown in the fifth row. Therefore, it can be concluded
that it is a fast acting ADRC-based LFC. Comparing the proposed ADRC controller and standard
ADRC controller, the simulation results reveal that the proposed controller can provided an improved
performance for LFC during random and continuous load disturbances.
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6. Conclusions

This paper proposes a new ADRC-based LFC model in a complicated interconnected power
system to improve the transient responses of frequency error of power plant and diminish the
magnitude error of ACE. A proportional factor is introduced in the system, which assist in reducing
magnitude error and suppress transient errors. It is observed that synchronous machines, which
are electrically closer to the point of impact, pick up the greatest share of the load regardless of
their size, whereas other machines do not need to respond. Besides, the inertia constant (H) of
generator has an effect on system frequency response. Response of generator with higher inertia
constant is increased, while response is decreased for generators of lower inertia constant. As a result,
power system will be able to continue its operation with less abnormality. The proposed ADRC-based
LFC controller is found to demonstrate a better and faster response characteristic compared to standard
controllers. Furthermore, the proposed controller is capable of sustaining the interconnected system
during disturbances.
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Appendix A

Table A1. System parameters for Figure 5.

Parameters Definition Value

Tch (sec.) Turbine time constant 0.3
R (Hz/p.u.) Speed regulation coefficient 0.05

Fhp (p.u.) High pressure stage rating 0.3
M (p.u.sec.) Area inertia constant 10
D (p.u./Hz) Area load damping constant 1.0

Tg (sec.) Governor time constant 0.2

Table A2. ADRC parameters.

Parameters Non-Reheat Turbine
Unit Reheat Turbine Unit

Order of ESO 3 4
ωc 4 4
ω0 16 20
b 70.0 70.0

Table A3. Value of tie-line synchronizing coefficient for Figure 5.

Tie-line Synchronizing Coefficient Value Tie-Line Synchronizing Coefficient Value

T11 25 T32 25
T21 30 T13 20
T31 40 T23 35
T12 30 T33 30
T22 24
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Table A4. Nomenclature.

Mi Area Inertia Constant Di Area Load Damping Constant
Tchi Turbine time constant Tgi Governor time constant
Ri Speed regulation coefficient B Area frequency response characteristic
Fhp High pressure stage rating Trh low pressure reheat time
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